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SUBJECT

Testing of steel conduit boxes for resistance to corrosion
(Heavy & Medium protection)

CLIENT

Tan Teck Seng Electric Company Pte Ltd
137 Kaki Bukit Ave 1
Shun Li Industrial Park
Singapore 416003

Attn:  Ms Annie Tan

SAMPLE SUBMISSION DATE / TEST DATE

03 Nov 2021 / 05 Nov 2021

DESCRIPTION OF SAMPLE

One set of “EMT-3” brand color conduit boxes was submitted by Client.

Sample Quantity Received

Color Conduit Boxes 3

METHOD OF TEST

BS 31:1940
“Specifications for Steel conduit and fittings for electrical wiring”
Clause 38: Tests for resistance to corrosion
Class 3 – Medium/Heavy protection (inside as Class 2, outside as Class 4)
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RESULTS

Sample

Resistance to Corrosion Test
(Class 3 - Medium / Heavy protection)

BS 31:1940 Specifications
Medium Protection (Class 2) Heavy Protection (Class 4)

“EMT-3”
brand color

conduit boxes
Passed Passed

Medium Protection:
No more than two blue spots
on each cm2 of the surface.
No blue spot shall be larger

than 1.5mm.

Heavy Protection:
Sample shall show no
precipitation of copper

DANIEL LEONG SEOW JIA YI
CHEMIST ASST. PRODUCT MANAGER

INDUSTRIAL CHEMICALS
CHEMICAL & MATERIALS
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Please note that this Report is issued under the following terms :

1. This report applies to the sample of the specific product/equipment given at the time of its testing/calibration.  The results are not used to
indicate or imply that they are applicable to other similar items.  In addition, such results must not be used to indicate or imply that TÜV SÜD
PSB approves, recommends or endorses the manufacturer, supplier or user of such product/equipment, or that TÜV SÜD PSB in any way
“guarantees” the later performance of the product/equipment. Unless otherwise stated in this report, no tests were conducted to determine
long term effects of using the specific product/equipment.

2. The sample/s mentioned in this report is/are submitted/supplied/manufactured by the Client. TÜV SÜD PSB therefore assumes no
responsibility for the accuracy of information on the brand name, model number, origin of manufacture, consignment or any information
supplied.

3. Nothing in this report shall be interpreted to mean that TÜV SÜD PSB has verified or ascertained any endorsement or marks from any other
testing authority or bodies that may be found on that sample.

4. This report shall not be reproduced wholly or in parts and no reference shall be made by the Client to TÜV SÜD PSB or to the report or results
furnished by TÜV SÜD PSB in any advertisements or sales promotion.

5. Unless otherwise stated, the tests were carried out in TÜV SÜD PSB Pte Ltd, 15 International Business Park Singapore 609937.

6. The tests carried out by TÜV SÜD PSB and this report are subject to TÜV SÜD PSB’s General Terms and Conditions of Business and the
Testing and Certification Regulations of the TÜV SÜD Group.

Effective 26 January 2021


