
TEST REPORT No. 7191379021-CHM26-LHS

Date: 26 Mar 2026                              Email: Sihai.Li@tuvsud.com

Client’s Ref:-

Note: This report is issued subject to the Testing, Certification, Validation and Verification Regulations (TCVVR) of
the TÜV SÜD Group and the General Terms and Conditions of Business of TÜV SÜD PSB Pte Ltd.  In addition, this
report is governed by the terms set out within this report.

Laboratory:
TÜV SÜD PSB Pte. Ltd.
15 International Business Park
TÜV SÜD @ IBP
Singapore 609937

Phone : +65-6778 7777
E-mail:  info.sg@tuvusd.com
https://www.tuvsud.com/en-sg
Co. Reg : 199002667R

Regional Head Office:
TÜV SÜD Asia Pacific Pte. Ltd.

   15 International Business Park
   TÜV SÜD @ IBP
   Singapore 609937
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SUBJECT

Zinc Coating Analysis

CLIENT

Tan Teck Seng Electric Company Pte Ltd
Shun Li Industrial Park
137 Kaki Bukit Avenue 1
Singapore 416003

Attn: Ms. Jane Tan

SAMPLE SUBMISSION DATE / TEST DATE

05 Mar 2026 /  10 Mar 2026

DESCRIPTION OF SAMPLE

Three types of samples described as below were submitted by the Client.

S/N Sample Description Brand Quantity received

1 Cable Trunking LIPKO 3 pieces

2 Cable Tray LIPKO 3 pieces

3 Cable Ladder LIPKO 3 pieces
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METHOD OF TEST

1) BS EN ISO 1461:2022
 “Hot dip galvanized coatings on fabricated iron and steel articles – Specification and test methods”

2) EN ISO 1460:2022
 “Metallic coatings – Hot dip galvanized coatings on ferrious materials – Gravimetric determination of the
  mass per unit area”

RESULTS

Samples Zinc Coating Mass, g/m2 BS EN ISO 1461: 2022
Requirement

Cable Trunking
(Thickness = 1.3 mm) 792 Steel:  < 1.5 mm

Mean coating mass: Min 325 g/m2

Cable Tray
(Thickness = 1.3 mm) 683 Steel:  < 1.5 mm

Mean coating mass: Min 325 g/m2

Cable Ladder
(Thickness = 1.9 mm) 717 Steel:   1.5 mm to   3 mm

Mean coating mass: Min 395 g/m2
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Please note that this Report is issued under the following terms:

1. This report applies to the sample of the specific product/equipment given at the time of its testing/calibration.  The results are not used to
indicate or imply that they are applicable to other similar items.  In addition, such results must not be used to indicate or imply that TÜV SÜD
PSB approves, recommends or endorses the manufacturer, supplier or user of such product/equipment, or that TÜV SÜD PSB in any way
“guarantees” the later performance of the product/equipment. Unless otherwise stated in this report, no tests were conducted to determine
long term effects of using the specific product/equipment.

2. The sample/s mentioned in this report is/are submitted/supplied/manufactured by the Client. TÜV SÜD PSB therefore assumes no
responsibility for the accuracy of information on the brand name, model number, origin of manufacture, consignment or any information
supplied.

3. Nothing in this report shall be interpreted to mean that TÜV SÜD PSB has verified or ascertained any endorsement or marks from any other
testing authority or bodies that may be found on that sample.

4. This report shall not be reproduced wholly or in parts and no reference shall be made by the Client to TÜV SÜD PSB or to the report or results
furnished by TÜV SÜD PSB in any advertisements or sales promotion.

5. Unless otherwise stated, the tests were carried out in TÜV SÜD PSB Pte Ltd, 15 International Business Park, Singapore 609937.

6. The tests carried out by TÜV SÜD PSB and this report are subject to TÜV SÜD PSB’s General Terms and Conditions of Business and the
Testing, Certification, Validation and Verification Regulations (TCVVR) of the TÜV SÜD Group.

Effective 27 March 2024


